
Xenos site report: Eurofyre Limited
Maintenance report generated by Eurofyre Limited on 11/18/2023 2:32:11 PM.
Software: XPS - 868 MHz - Windows 7 - v0.10.6
OS: Windows 10 Pro, Version 2009 (OS Build 22631)

Site

Name Eurofyre Limited

Description

Unit C1 Knowle Village Business Park
Mayles Lane
Wickham
PO17 5DY

Creation 18/11/2023 12:29:20

Last modification 18/11/2023 14:27:33

Creator

Name Eurofyre Limited

Contacts Joe Smith

Mantainer

Name Eurofyre Limited

Contacts Joe Smith



Floor: Ground Floor



System: Eurofyre Limited
2 expanders, 4 field devices

System

System code 77

Network channels 10 / 46

E=Enabled, D=Disabled
EN54/4 PSU: O=Open, L=Low, D=Disabled
Default tone: P=Primary, S=Secondary
Optical sensitivity: L=Low, N=Normal, H=High

= Option not available

Consistency:

? = Field device to be associated to a translator/expander
✖ = Translator/expander to be discovered, field device to be linked
✔ = Device operating correctly
! = Device to be updated

Device Description

EN54/4 PSU LED Output Relay

Descriptions
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10-200/203 Intelligent translator module ✔ 2HGG00XM 1:0 1 18 / 54 4.2.1 W6/23 D D D D D D Ground Floor

10-213/229 Base sounder ✔ SH8G016C 1:1 4 18 / 54 1.1.0 W52/22 E E D Ground Floor

10-210/226 Optical detector ✔ 1HGG40CR 1:2 7 18 / 54 1.1.1 W4/23 E E E H Ground Floor, Waiting Room

10-201/204 Expander module ✔ S18G018A 2:0 2 59 / 29 4.2.0 W51/22 D D D D D Ground Floor

10-216 Call point ✔ 0HGG40WY 2:1 6 59 / 29 1.1.2 W2/23 E D D Ground Floor

10-210/226 Optical detector ✔ NH8G01K6 2:2 5 59 / 29 1.1.1 W46/22 E D D N Ground Floor



Link quality (last valid read): 1-4
F=Fault, A=Alarm, O=Output

= Option not available

Device Description

EN54/4 PSU Analog values

Descriptions
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10-200/203 Intelligent translator module 2HGG00XM 1:0 1 Ground Floor

10-213/229 Base sounder SH8G016C 1:1 4 4 Ground Floor

10-210/226 Optical detector 1HGG40CR 1:2 7 4 32 32 Ground Floor, Waiting Room

10-201/204 Expander module S18G018A 2:0 2 4 Ground Floor

10-216 Call point 0HGG40WY 2:1 6 4 32 Ground Floor

10-210/226 Optical detector NH8G01K6 2:2 5 4 32 32 Ground Floor



Events log:
Date/Time Device Event

18/11/2023 14:11:46 1:0 (1) - 10-200/203, Intelligent translator module Date/Time modified

18/11/2023 14:13:24 2:1 (6) - 10-216, Call point Field device wall tamper

18/11/2023 14:18:19 1:0 (1) - 10-200/203, Intelligent translator module Expander wall tamper (Restored)

18/11/2023 14:18:21 1:0 (1) - 10-200/203, Intelligent translator module Expander wall tamper

18/11/2023 14:18:34 1:2 (7) - 10-210/226, Optical detector Field device wall tamper

18/11/2023 14:18:38 1:2 (7) - 10-210/226, Optical detector Field device wall tamper (Restored)

18/11/2023 14:26:22 1:0 (1) - 10-200/203, Intelligent translator module Expander wall tamper (Restored)

18/11/2023 14:26:31 2:0 (2) - 10-201/204, Expander module Expander wall tamper (Restored)

18/11/2023 14:26:49 2:1 (6) - 10-216, Call point Field device wall tamper

18/11/2023 14:27:08 2:1 (6) - 10-216, Call point Field device wall tamper (Restored)

18/11/2023 14:27:46 2:0 (2) - 10-201/204, Expander module PSU mains failure (Restored)



Network paths:

2:0 - 10-201/204 - Expander module



Network setup data:
Discovery procedure ran on 11/18/2023 2:10:19 PM with mark 2 excluded.

Link quality matrix (dBm):

1:0 2:0 3:0 4:0 5:0 6:0 7:0 8:0 9:0 10:0 11:0 12:0 13:0 14:0 15:0 16:0

1:0 -22

2:0 -22

3:0

4:0

5:0

6:0

7:0

8:0

9:0

10:0

11:0

12:0

13:0

14:0

15:0

16:0



Packet received ratio matrix (%):

1:0 2:0 3:0 4:0 5:0 6:0 7:0 8:0 9:0 10:0 11:0 12:0 13:0 14:0 15:0 16:0

1:0 100

2:0 60

3:0

4:0

5:0

6:0

7:0

8:0

9:0

10:0

11:0

12:0

13:0

14:0

15:0

16:0




